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FIRE PROTECTION AND EGRESS PLAN
3/32" = 1'-0"

NORTH

1/2 HR REQUIRED RATED CEILING

ASSEMBLY.  PROVIDE UL P540 AS

INDICATED ON THIS DRAWING.  REFER

TO A-152 FOR WALL PARTITIONS AND

FINISH CEILING BELOW RATE ASSEMBLY.

RATED CEILING ASSEMBLY

1 HR WALL TYPE

MIN. REQUIRED

OPENING WIDTH OCCUPANT COUNT

AREA

WALL PARTITION RATINGS

DISTANCE

IN FEET

TRAVEL DISTANCE

EXIT CAPACITY/DISCHARGE

85

32 36

112

560
100 5

CODE

REQUIREMENT

(PERSONS/AREA) WIDTH PROVIDED

EGRESS LOAD

 O  O  O  O  O  O  O

REFER TO DRAWING A-011 FOR RATED WALL CONSTRUCTION

GENERAL NOTES:

FIRE STOP AROUND ALL PENETRATIONS, INCLUDING BUT

NOT LIMITED TO HANGER RODS, CONDUITS, AND PIPES

THAT PENETRATE THE 12 HOUR RATED CEILING PLANE AT

THE BOTTOM CHORD OF THE TRUSS.

A.


